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1. For planning purposes only.

2. All dimensions are in millimetres unless otherwise noted.

3. All levels are in metres above Malin Head datum.
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Item Description

01 Power Transformer

02

03

04

Surge Arrestor

Post Insulator

Disconnect / Earthing Switch

Equipment Schedule

05 Current Transformer
06 Voltage Transformer
07 Circuit Breaker
08 Cable Sealing End
09 Control Building
10 Lightning Monopole (25.0m)
11 Light Pole (9.0m)
12 Palisade Fence (2.6 m)
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